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Daily Engineering Control Verification Sampling
General Services Administration

Department of the Interior Modernization Program
1849 C Street NW, Washington, DC

Week ending: 10/18/2007

Note I: TVOC = Total V olati Ie Organic Compounds, which is the total concentration of any volatile organic compounds
that may be present. Volatile organic compounds are organic chemicals that have a high vapor pressure and easily form
vapors at normal temperature. While there is currently no Permissible Exposure Limit (PEL) for TVOCs, an action level
of 1.3 parts per million (ppm) has been established for this project based on best available research.

Note 2: OSHA Total and Respirable Particulate PEL = 15.0 milligrams per cubic meter of air (mg/m3) for total

particulates, 5.0 mg/m3 for respirable particulates.

Friday: 10/12/2007

TotalTVOCFloor
LocationTimeParticulates :\Comments

(mg/m3)

(ppm)

7

Along main corridor between barricades10090.0140.0Passed smoke test for negative air pressure at doors

6

Along main corridor between barricades10lO0.0460.0

5

Along main corridor bctween barricades10130.0140.0

4

Along main corridor bctwccn barricades10160.0230.0

3

Along main corridor bctween barricades 10170.0120.0

2

Along main corridor bctween barricades10190.0110.0

I
Along main corridor between barricades 10200.0350.0Passed smoke test for negative air pressure at doors

B

Along main corridor between barricades10210.0510.0

5

Wing 5 rm 5538-5562 10120.0120.0

4

Wing 3 rm 4310-4329 10150.0190.0

Monday: 10/15/2007

TotalTVOCFloor
LocationTimeParticulates Comments

(mg/m3)

(ppm)

7

Along main corridor betwecn barricades14460.0410.0Passed smoke test for negative air pressure at doors

6

Along main corridor between barricades]4490.0390.0

5

Along main corridor bctween barricades14500.0390.0

4

Along main corridor bctwecn barricadcs14520.0430.0

3

Along main corridor between barricades14540.0390.0

2

Along main corridor bctween barricades14560.0420.0

I
Along main corridor between barricades14570.0320.0Passed smoke test for negative air pressure at doors

B

Along main corridor bctween barricades14580.0470.0

7

Wing 3 rm 7329-7360 14470.0400.0

3

Wing 5 3538-3560 14530.0200.0
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Wednesday: 10/1712007
I

I
Total

TVOC I
Floor I LocationITime I Particulates Comments

(mg/mJ)

(ppm)

7

Along main corridor between barricades 15150.066
0.0

I Passed smoke test for negative air pressure at doors

6

Along main corridor between barricades 15160.056
0.0

5

Along main corridor between barricades 15170.054
0.0

4

Along main corridor bctween barricades 15200.060
0.0

3

Along main corridor betwcen barricades
15220.064

0.0

2

Along main corridor between barricades 15230.060
0.0

I
Along main corridor bctween barricades 15240.038

0.0I Passed smoke test for negative air pressure at doors

B

Along main corridor between barricades 15280.063
0.0

5

Wing 3 rm 5309-5331 15190.066
0.0

Tuesday: 10/16/2007

TotalTVOCFloor LocationTimeParticulates
(ppm)

Comments

(mg/mJ)7

Along main corridor between barricades 12470.0630.0Passed smoke test for negative air pressure at doors

6

Along main corridor between barricades 12490.0650.0

5

Along main corridor between barricades 12510.0490.0

4

Along main corridor between barricades 12530.1100.0

3
Along main corridor between barricades 12540.0610.0

2

Along main corridor betwcen barricades 12580.0600.0

I
Along main corridor between barricades 12590.0970.0Passed smoke test for negative air pressure at doors

B
Along main corridor between barricades 13000.0720.0

6
Wing 5 rm 6538-6559 12500.0470.0

2
Wing 3 rm 2340-2357 12570.0580.0

I

II Wing3 rm1312-1329
I

1526I
0.059

I0.0I
I

Thursday: 9/18/2007
Total

TVOCFloor LocationTimeParticulates Comments
J

(ppm)
(mg/m)

7

Along main corridor between barricadcs
13320.0450.0Passed smoke test for negative air pressure at doors

6

Along main corridor bctween barricades 13330.0600.0

5

Along main corridor betwccn barricades
13350.0420.0

4

Along main corridor bctween barricades 13370.0410.0

'"'

Along main corridor between barricades
13380.0430.0-'

2

Along main corridor between barricades 13410.0630.0

1

Along main corridor between barricades 13440.0550.0Passed smoke test for negative air pressure at doors

B

Along main corridor between barricades13450.2270.0

7

Wing 5 rm 7538-7559 13310.0660.0

'"'

Wing 3 rm 3306-3331 13400.0390.0-'

MACTEC Engineering and Consulting, Inc.
www.mactec.com

560 Herndon Parkway, Suite 200 • Herndon, VA 20170 • Phone: 703-471-8383 • Fax: 703-481-8296



10/22/2007 12:57 PM

Follow-Up Sampling in Areas with Results Above Established Action Levels

MACTEC 7034818296 2/2

Retest

Total
TVOCFloor Location ParticulatesCommentsTime (mg/m)

(ppm)

N/A
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Date I Floor

~(;~
Industrial Hygienist

Distribution

Comments

(}V1Ajf~/\ ~_. IN_JJ_LbM_' AD _Christo~ Wllhams, CIH

Prin~ip,al Safet~ & IH Specialist
'WiMr f&'VYWo4I~/) &,. KSe£

(0

MACTEC GSAJacobs En~lneerinl!DOl
Chris Williams, crn

James Hodges, CHMMBob Pizzano, PM, PEGay Bindocci, Ed.D, LEED

Skip Vaughn, PM

David Altieri,
InspectorPradip Patel, Assistant PM

MACTEC Engineering and Consulting, Inc.
560 Herndon Parkway, Suite 200 • Herndon, VA 20170 • Phone: 703-471-8383 • Fax: 703-481-8296 www.mactec.com


